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1.	 Liberal Arts/Library - Conservation measures for the Liberal Arts and Library Building replaced the 
existing light fixtures in the classrooms and office areas with higher efficiency fluorescent fixtures.  In the Special 
Education Building, emphasis was placed on conversion of the dual duct constant volume HVAC system to a VAV 
system, replacement of the existing chiller, and photocell controls for exterior lighting. (Savings $364K) 

2.	 College of Technology – The following energy conservation measures were installed in the building; 
1) daylighting controls use photocells to minimize the use of lights during the day in areas where natural lighting 
meets the lighting requirements, 2) programmable thermostats allow for night setback, 3) variable speed fan 
motor for the return fan, 4) direct digital HVAC control system, 5) gas-fired radiant heat for shop areas, 6) domestic 
hot water system upgrade. (Savings $130K)

3.	 Special Education Building – Heat recovery systems installed on two air handling units and variable 
speed drives were placed on pumps in the heating and cooling water loops, and the cooling tower.  (Savings 
$126K)

4.	 PE Building – New temperature controls were installed, allowing for night setback and closing of the 
outside air damper to the heating and ventilating units when the building is unoccupied.  New temperature 
controls that were added to the boilers allow sequencing to minimize the boiler operation. (Savings $30K)

5.	 Propane Back-up System – The installation of a 30K gal. propane storage tank and associated controls 
allowed MSU to switch from a firm rate to an interruptible rate for natural gas.  This project serves the entire Main 
campus. (Savings $300K)

6.	 Heating System Improvements – Boiler Economizers were installed in the PE building as well as 
Rimrock and Petro Hall. (Savings $39K)

7.	 McMullen Hall – Converts the constant volume multi-zone system to a variable air volume system.  
Replaces window A/C units with a central air-cooled chiller and installs high efficiency T5 florescent lighting 
systems. (Anticipated Savings $350K) 
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